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SITE INFORMATION

LOT 7 DP 578697
16 BANNOCKBURN RD, PAPAKURA 2113

ZONE
MIXED HOUSING SUBURBAN ZONE
PRECINCT
OPAHEKE 1, PRECINCT
EXPOSURE ZONE: ZONE C
WIND ZONE: MEDIUM

MAX HEIGHT=8M
FRONT YARD=2.5M
SIDE YARD=1M
REAR YARD=1M
HIRB=2.5M+45°

SITE AREA=320M²
GROUND FLOOR AREA=158.6M²
DRIVEWAY AREA=33.2M²

BUILDING COVERAGE AREA(50% MAX)=
158.6M² (49.6%)
IMPERVIOUS AREA(60% MAX)=191.8M² 
(59.9%)
LANDSCAPE AREA(30% MIN)=128.2M² 
(40.1%)
LANDSCAPE AREA(FRONT YARD 50% 
MIN)=14.6M² (14.6/28.6=51.0%)

LIVING ROOMDINING

DOUBLE GARAGE
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GARAGE IS EXCLUDED FROM 
THE THERMAL ENVELOPE. 
PROVIDE R2.2 WALL INSULATION 
BETWEEN THE GARAGE WALLS 
AND THE INSIDE OF THE HOUSE. 

2/45KG GAS BOTTLE WITH SEISMIC 
RESTRAINTS AND CONCRETE PAD

KITCHEN AREA USE E3-COMPLIANT 
TIMBER FLOORING. REFER TO PRODUCT 
SPECS FOR DETAILED TESTING RESULTS.
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MECHANICAL VENTILATION

SMOKE ALARM

TILES FOR WET AREA

MV

SA

LEGENDS:

FFL FINIHSED FLOOR LEVEL

EW/ED WINDOW / DOOR CODE

ER RANGE HOOD

LOAD BEARING WALL

RINNAI INFINITY EF 26

VENTILATION DUCT PATH

FRAMING SCHEDULE WIND ZONE
MEDIUM

NOTE:

MECHANICAL EXTRACT
FANS (INCLUDING ASSOCIATED DUCTING) 
MUST HAVE A
FLOWRATE NOT LESS THAN:
A) 25 L/S FOR SHOWERS AND BATHS, AND
B) 50 L/S FOR COOKTOPS

WALL STUD 
(LOADBEARING)

WALL STUD
(NON-LOADBEARING)

90X45 @ 400 C/C

90X45 @ 600 C/C

WALL NOG
(BEVELBACK WB) 90X45 @ 800 C/C

TOP PLATE

BOTTOM PLATE

90X45 + 140X35

90X45

ALL TIMBER  TO BE H1.2 TREATED AND 
SG8 (U.N.O) 

WALL NOG
(JH OBLIQUE WB V) 90X45 @ 600 C/C
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